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ADDENDUM 2

Design of Office of Information & Technology Service, Project 654-11-228
VA Sierra Nevada Health Care System

975 Kirman Avenue

Reno, NV 89502

This ADDENDUM forms a part of the Contract Documents and modifies the original Bidding
Documents  and any previous Addenda as noted below. Acknowledge receipt of this
Addendum in the space provided in the Bid Form. Failure to do so may subject Bidder to
disqualification.

CIVIL:
No revisions at this time

LANDSCAPE:
No revisions at this time

ARCHITECTURAL:
No revisions at this time

STRUCTURAL:
PHASE 2: Building 10
See attached Structural Narrative and attached Drawings.

MECHANICAL AND PLUMBING:
No revisions at this time

FIRE PROTECTION:
No revisions at this time

ELECTRICAL AND TELECOMM:
No revisions at this time

End of Addendum 2
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ADDENDUM 2

Design of Office of Information & Technology Service, Project 654-11-228
VA Sierra Nevada Health Care System

975 Kirman Avenue

Reno, NV 89502

STRUCTURAL:
Drawings:

Phase Two: Building 10

Sheet 10-SE-1.1: Fill-in access floor area with new concrete slab on grade and aggregate fill.
See 10-SE-1.1x2 dated 3-1-13 attached.
Sheet 10-SE-4.2: Add detail 7 showing new concrete slab on grade and aggregate fill at access

floor fill-in area.
See 10-SE-4.2x2 dated 3-1-13 attached.
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